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NEXT ASS‘Y: FINAL ASS’Y:

et

GENERAL NOTES:

1. SEE DRAWINGS £9.21.52 AND E9.21.53 FOR LIGHTING
PANEL SCHEDULES.

2. SEE DRAWINGS E9.30.01 AND E9.30.02 FOR FIXTURE

SCHEDULES.
ALL NORMAL LIGHTING FIXTURES ON THIS DRAWING ARE CIRCUITED ALL NUMBERS SHOWN ON THIS PLAN ARE LIGHTING ZONE NUMBERS.

| FROM PANEL 1L6A LOCATED IN ELECTRICAL ROOM 1-3-75. REFER TO CONTROL SCHEDULE E9.21.55 FOR EXACT CIRCUIT NUMBERS.
NOO2 | ALL EMERGENCY LIGHTING FIXTURES AND EXIT SIGNS ON THIS NO12 | FIXTURES SG3 IN PROJECTION ROOM 1-1-11 TO BE DIMMED LOCALLY

DRAWING ARE CIRCUITED FROM PANEL B1ESA LOCATED IN ELECTRICAL —




